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INTRODUCTION
Desalination can take the form of seawater 
desalination, desalination of brackish or pol-
luted groundwater and the use of membrane 
processes in advanced water treatment pro-
cesses for water reuse. All of these forms of 
desalination are relevant in South Africa and 
are currently being considered as possible 
supply sources for many major cities, includ-
ing Cape Town. However, the focus of this 
paper is seawater desalination only, firstly 
because it is likely to be a large-scale supply 
source (as opposed to brackish groundwater 
desalination which will be on a much smaller 
scale), and secondly because the practicality 
and acceptance of reuse of treated effluent 
has not yet been fully researched in South 
Africa. Further limitations are discussed in 
the conclusion of the paper.
Historically, less costly surface and 
groundwater resources have been available to 
meet South Africa’s water demands, mean-
ing that seawater desalination has not been 
considered a viable water source. There are 
currently only six small desalination plants 
in operation in the country, half of which 
were constructed as emergency schemes 
in response to the severe Southern Cape 
drought of 2009/2010. However, as growing 
water demands place pressure on water 
resources, desalination has begun to gain 
traction as a viable alternative. Seawater 
desalination is currently being investigated 
at a feasibility level in Saldanha Bay, Cape 
Town, Port Elizabeth and Durban, and 
is mentioned in all of the national water 
planning documents (Department of Water 
Affairs and Forestry 2008:26; Department of 
Water Affairs 2010:7; Department of Water 
Affairs 2013b:31).
Considering the existing plants, there 
have been some limitations in terms of 
integrated planning for seawater desalination 
in South Africa. In Mossel Bay, for example, 
a 15 Mℓ/day seawater desalination plant was 
constructed in 2011 in response to the severe 
drought in the area. Since the commission-
ing of the plant, it has remained virtually 
untapped, with the municipality preferring 
to make use of its less expensive surface 
water resources (Mallory et al 2013). Similar 
problems have been experienced in Australia, 
where large-scale seawater desalination was 
implemented, at great cost, in response to a 
decade-long drought (Onishi 2010).
A feasibility study for large-scale seawater 
desalination for Cape Town is currently 
under way. The decision regarding when 
to proceed with seawater desalination will 
most likely be driven by the feasibility study 
and Western Cape Water Supply System 
(WCWSS) planning mechanisms. However, 
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seawater desalination differs from the 
surface and groundwater resources of the 
WCWSS, firstly in its higher capital and 
operating costs, and secondly in its resilience 
to climate variability, having an assurance 
of supply of essentially 100 percent. Factors 
such as integration into the WCWSS, supply 
risks and cost implications may therefore be 
more relevant in evaluating desalination than 
a 98 percent assurance of supply from tradi-
tional water supply options, as is currently 
the case. The higher costs and assurance of 
supply of desalination will also impact on the 
overall operational philosophy.
The aim of this research was to deter-
mine what operating rules and modified 
planning criteria are required to optimise the 
implementation of large-scale desalination as 
part of the WCWSS, in order to ensure cost-
effective provision of water at an appropriate 
assurance of supply.
BACKGROUND AND 
LITERATURE REVIEW
Existing Western Cape Water 
Supply System
The Western Cape area is characterised by a 
Mediterranean climate, with rainfall occur-
ring in the winter months (May to October) 
when demands are low, and minimal rainfall 
occurring in the summer months when 
demands are high. Approximately 50 per-
cent of the total system storage is available 
for storing winter flows to meet summer 
demand, with the remaining 50 percent 
required for long-term drought storage 
(Shand & Sparks 2004:3). The main dams 
of the WCWSS are operated as an integral 
system in order to reduce the probability of 
spillage, hence increasing the overall system 
yield (Department of Water Affairs 2007:31).
The WCWSS supplies water to various 
towns and irrigators in the Western Cape, 
including the City of Cape Town. The latest 
WCWSS planning documents give the total 
water usage from the system as 503 mil-
lion m3/a in 2013 (Department of Water 
Affairs 2013a:21) and the total integrated 
system yield at a 98 percent assurance of 
supply as 596 million m3/a (Department of 
Water Affairs 2011:7). To manage demands, 
yield and planning models of the WCWSS 
have been set up in the Water Resources 
Yield Model (WRYM) and Water Resources 
Planning Model (WRPM) respectively in 
order to simulate the inflows and demands 
on the system and plot storage trajectories 
of the coming year. These models (WRYM 
and WRPM) are run annually in November 
in order to determine whether the dams are 
full enough to meet the projected summer 
demands at the required assurance of sup-
ply, or whether water restrictions should be 
implemented (Shand & Sparks 2004:6).
Seawater desalination as possible future 
supply source for the WCWSS was first 
assessed at a pre-feasibility level in 2003 
as part of the Bulk Water Supply Study. A 
feasibility study was commissioned in 2011, 
and was set for completion at the end of 
2013, although the findings have not yet been 
released. The anticipated capacity based on 
the feasibility study would be 150 Mℓ/day, 
upgradeable to 450 Mℓ/day (Department of 
Water Affairs 2013a:12).
Local research into desalination 
and integrated system modelling
Despite the various feasibility studies which 
are currently under way, and the ambitious 
outlook for seawater desalination develop-
ment in South Africa, there has been little 
research into the conjunctive use of seawater 
desalination with surface water supply 
sources, and how to integrate seawater 
desalination plants into existing water supply 
systems. The only South African authors 
who have presented any material on the topic 
are Mallory et al (2013) who undertook a 
study into the optimal operation of the sea-
water desalination plant in Mossel Bay using 
the Water Resources Modelling Platform. 
The work of Mallory et al (2013) began to 
tackle some of the key questions associated 
with the value of water to different users, and 
setting of operating rules for a desalination 
plant.
Although not specifically related to sea-
water desalination, the work of Van Niekerk 
and Du Plessis (2013a:543) into the conjunc-
tive evaluation of the costs and benefits of 
inter-basin water transfer schemes illustrates 
a number of useful principles which could be 
easily applied to integrate system modelling 
for seawater desalination. Van Niekerk and 
Du Plessis (2013a:543) found that the so-
called incremental approach has historically 
been followed in evaluating the viability of 
inter-basin transfer schemes, which assumes 
that volume transferred per annum is equal 
to the difference between the projected 
future water demands and the current sys-
tem yield. The authors found that the origi-
nal projections vastly exceeded the actual 
transfers, mainly because the incremental 
approach ignores the stochastic nature of 
the conditions of the receiving system. To 
address these concerns, Van Niekerk and Du 
Plessis (2013a:543) propose a comprehensive 
approach in which the receiving water 
basin and the transfer scheme are modelled 
stochastically as an integrated system in the 
WRPM. Taking this concept further, Van 
Niekerk and Du Plessis (2013b:551) postulate 
that the results of such an analysis should 
be used when calculating the Unit Reference 
Value (URV) of any newly proposed scheme 
(Van Niekerk & Du Plessis 2013b:552).
Estimating desalination costs
South African approach to 
desalination costing
Du Plessis et al (2006) present a step-by-step 
guide to determining first-order capital and 
operating costs for desalination plants of 
different sizes in South Africa. The process 
centres on selecting a plant capacity, deter-
mining the required membrane area and 
feed water pressures, and calculating capital 
and operating costs with these parameters as 
a base. In terms of capital costs, the desalina-
tion cost component can be estimated as 
a function of the membrane area, the pre-
treatment costs can be calculated as a func-
tion of the feed flow rate, and the combined 
cost of the intake, outlet and post-treatment 
systems can be estimated as a percentage of 
the capital cost of the desalination plant and 
pre-treatment system (15 to 30 percent).
Du Plessis et al (2006) suggest that the 
operating costs comprise energy costs, which 
can be estimated based on the total energy 
requirement of the plant (which is primarily 
a function of feed-water pressure), chemical 
costs of approximately R0.50/m3, membrane 
replacement costs based on a unit cost of 
R165/m2 of membrane area and a membrane 
lifespan of six years, and annual labour 
and maintenance costs of about 5 percent 
of the total capital cost. All costs and rates 
provided by Du Plessis et al (2006) are for a 
base date of 2006 and were escalated to 2014 
at 6 percent per annum.
This methodology was applied to the pro-
posed Cape Town desalination plant, situ-
ated on the west coast, based on a capacity of 
100 Mℓ/day and a two-pass system, giving a 
first-order (2014) estimate of the capital cost 
of R1 054 million and the total specific cost 
of R16.44/m3.
International seawater desalination 
literature
In terms of international literature on seawa-
ter desalination cost estimation, Karagiannis 
and Soldatos (2008) studied almost 100 dif-
ferent seawater desalination plants and pre-
sented a summary of first-order desalination 
costs derived from literature. Based on their 
costs, a 100 Mℓ/day seawater desalination 
plant would cost approximately R9.84/ m3. 
Similarly, Wittholz et al (2008) collated a 
database of over 300 seawater desalination 
plants and derived an equation for estimat-
ing capital costs for seawater reverse osmosis 
desalination plants based on the plant 
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capacity. Using their equation, a 100 Mℓ/day 
seawater desalination plant would have an 
equivalent 2014 cost of R1 862 million and 
unit production cost of R9.95/m3. In a more 
recent study, Ghaffour et al (2013) provided 
a review of the economics of desalination 
worldwide, noting that unit water costs for 
seawater reverse osmosis desalination have 
decreased rapidly over the past decade, 
meaning that a 100 Mℓ/day plant could cost 
as little as R960 million.1
Analysis of known costs of seawater 
desalination plants
Figure 1 shows costs in Rand per m3/day of 
desalination plant capacity plotted against 
plant capacity for the recently constructed 
desalination plants in Australia, and plants 
in Israel, Algeria and Spain, extracted from 
Ghaffour et al (2013), and the Mossel Bay 
desalination plant, being the only large 
desalination plant in South Africa.
Attempts to derive any kind of relation-
ship from the values presented in Figure 1 
were unsuccessful, given the large scatter. 
One of the problems with desalination costs 
quoted in literature is that it is often unclear 
whether the costs are all-inclusive or for 
the desalination portion of the plant only 
(i.e. excluding intake and outlet structures 
or general civil works). This is particularly 
relevant for larger plants. It is clear that the 
Australian desalination plants were signifi-
cantly more expensive than recent plants in 
other parts of the world, most likely a result 
of the emergency nature of the schemes, 
which invariably pushes up costs. However, 
for Israel, Algeria and Spain the costs are 
fairly similar across the range of capacities, 
varying from R10 700 to R14 600/m3/day of 
desalination plant capacity. At these rates, 
a 100 Mℓ/day seawater desalination plant 
would cost in the order of R1 290 million, 
which is comparable to the values derived 
from the methodologies found in the 
literature.
METHODOLOGY
Integration of seawater desalination 
into the WCWSS models
In order to model the integration of sea-
water desalination into the WCWSS for 
the purpose of this research, an approach 
was required in which the desalination 
plant could be modelled as an integral 
component of the existing system. The 
WRYM and WRPM were selected as the 
most appropriate tools to achieve this. Given 
the long history involved in the develop-
ment of the existing WCWSS models in 
WRYM and WRPM, it seemed logical to 
use them as the base for the modelling in 
this research. The latest versions of the 
WRYM and WRPM models of the WCWSS 
were obtained from Aurecon with the 
permission of the Department of Water and 
Sanitation (DWS)2.
Operating scenarios
After studying the existing operational 
philosophy of the WCWSS, four possible 
scenarios were developed for the implemen-
tation and integration of a seawater 
 desalination plant:
 ■ Scenario A: Base scenario with current 
system and no desalination plant, rep-
resenting the status quo or base case for 
comparison purposes.
 ■ Scenario B: Desalination plant used as 
a base load supply, always operational 
regardless of the conditions in the rest of 
the supply system.
 ■ Scenario C: Desalination plant used as 
a base load supply, but only if the major 
dams are not spilling.
 ■ Scenario D: Seawater desalination 
plant used as an emergency supply, only 
operational when the dams reach a cer-
tain threshold. Considering the penalty 
structure zones of the main reservoirs, 
four threshold or “trigger” levels were 
selected to give a representative spread. 
Based on the level-capacity curves of 
the major reservoirs, the four trigger 
levels were estimated to be equivalent to 
90 percent, 70 percent, 45 percent and 
15 percent of the capacity of the main 
system reservoirs.
For each of the desalination operating sce-
narios B to D, three different desalination 
plant capacities were tested, based on infor-
mation extracted from the latest WCWSS 
SSC Progress Report (Department of Water 
Affairs 2013a:13), i.e. 150 Mℓ/day (54.8 mil-
lion m3/a), 300 Mℓ/day (109.6 million m3/a) 
and 450 Mℓ/day (164.4 million m3/a).
Water Resources Yield Model 
(WRYM) setup
A number of options were considered and 
tested for modelling a seawater desalination 
plant in the WRYM and WRPM, including 
the use of “artificial natural runoff” files or 
a specified “inflow channel”, as defined by 
the different models. These options would 
entail the creation of an inflow sequence to 
represent the seawater desalination plant, 
with uniform flows in each month equal 
to the seawater desalination plant capacity. 
Creating the requisite summary of statisti-
cal parameters for the inflow file for the 
purposes of stochastic analyses, however, 
proved challenging and, as a result, a simpler 
approach was adopted in which a “multi-
purpose min-max channel” was used as 
an inflow channel from a zero node. The 
capacity of the channel was constrained 
to the desalination plant capacity and an 
appropriate penalty was assigned to the 
channel in order to model all the selected 
operating scenarios.
Historic analyses were run for a total of 
77 years (1928 to 2004) for a range of target 
drafts in order to determine the historic firm 
yield, and long-term stochastic analyses were 
run for a total of 51 sequences to calculate 
the long-term assurance of supply. The 
number of sequences were selected based on 
the suggestion of Basson et al (1994:34) that 
reasonable results in a long-term analysis 
can be obtained with at least 40 stochastic 
sequences, as well as consideration of other 
WCWSS planning studies.
Figure 1  Seawater desalination plant capital costs in Australia, Israel, Algeria, Spain and South Africa
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Short-term stochastic analyses were 
also performed in the WRYM in order to 
create short-term yield curves for use in the 
WRPM. For short-term analyses, Basson et 
al (1994:34) suggest that at least five times 
the number of sequences used in a long-term 
analysis are required, hence at least 255 in 
this case. The most recent WRPM studies 
carried out by Aurecon use 401 sequences. 
Given that the computational time is 
much shorter for a short-term analysis, 
401 sequences seemed reasonable, and were 
therefore used.
Water Resources Planning Model 
(WRPM) setup
The WRPM setup was modified in the same 
way as for the WRYM. The base model setup 
had only ten years of growth information, 
starting in 2013, for the 12 master control 
channels. The growth factors were extended 
to cover a period of 20 years, based on the 
growth calculation spreadsheets prepared by 
Aurecon as part of a recent DWS study into 
operating rules for the WCWSS. The growth 
scenario assumes an increase in urban 
demands of 3 percent per annum, and that 
only 80 percent of the anticipated water con-
servation and demand management savings 
would be achieved. The projected demands 
for each master control channel are shown 
in Figure 2.
The WRPM was run for a period of 
20 years starting in 2013. A total of 401 
stochastic sequences were analysed in order 
to match the number of sequences used in 
deriving the short-term yield curves.
Cost estimation and calculation  
of URVs
In addition to comparing the yields and sup-
ply from the WCWSS with the introduction 
of seawater desalination, it was considered 
worthwhile to compare costs of the selected 
operating scenarios. Based on a review of the 
available costing methodologies, the South 
African approach followed by Du Plessis 
et al (2006) was selected as most fitting, 
given that it is a local methodology, uses 
membrane area rather than plant capacity 
alone to estimate capital costs, is simple to 
understand and apply, and for the test plant 
of 100 Mℓ/day compares well in terms of 
calculated costs to the methods considered.
The methodology of Du Plessis et al 
(2006) can be used for estimating capital and 
operating costs, but the methodology as is 
only gives unit costs of water based on aver-
age plant capacity. In order to provide costs 
which can be used to compare the operating 
scenarios, it was considered more appropri-
ate to calculate URVs. The URV approach, as 
presented by Hoffman and Du Plessis (2008), 
was adapted by Van Niekerk and Du Plessis 
(2013a) by using the actual volume of water 
supplied based on a stochastic analysis in the 
WRPM to calculate the URVs of inter-basin 
transfers. This approach was applied to the 
WCWSS by using the modelled annual vol-
umes of water supplied from the desalination 
plant, as extracted from the WRPM analyses, 
to calculate costs. The following adaptations 
were made to the costing approach of Du 
Plessis et al (2006) in order to provide URVs 
for the modelled scenarios:
 ■ Capital costs were determined based 
on the desalination plant capacity and 
escalated to the start date of the analysis. 
For the same desalination plant capacity, 
the capital costs for all scenarios were 
the same.
 ■ The total energy consumption of the plant 
was calculated based on its design capa-
city, and then these costs were factored to 
calculate the annual energy costs based on 
the annual volume of water supplied, as 
derived from the WRPM analyses.
Figure 2  Projected growth in water demands for the WCWSS as used in the WRPM
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Figure 3  Increase in historic firm yield for increasing seawater desalination capacities
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 ■ It was assumed that the membranes 
would be replaced every six years for 
a plant operating at full capacity. The 
membrane life was increased to up to 12 
years, depending on the actual annual 
output from the plant as a percentage of 
its capacity.
 ■ Maintenance and labour costs were cal-
culated as a function of the capital costs, 
and were adjusted depending on the 
annual output of the plant.
 ■ Chemical costs were calculated by mul-
tiplying a specific cost of chemicals by 
the actual desalination plant supply per 
annum.
The capital, operating and maintenance 
costs were summed per annum (Cn), and 
the NPV determined over the analysis 
period (n) of 20 years for a discount rate 
(r) of 8 percent. Similarly, the NPV of the 
water supplied from the desalination plant 
(Wn) was determined, and hence, the URV 
(in R/ m3) calculated for each scenario based 
on Equation 1.
URV = 
∑(Cn)
(1 + r)n
∑(Wn)
(1 + r)n
 (1)
As in the approach of Van Niekerk and Du 
Plessis (2013a), cognisance was taken of the 
stochastic variation in the supply and the 
resulting stochastic variation of the URVs. 
The cost components which are a function 
of the actual desalination plant output, and 
hence vary stochastically, include the energy 
consumption, chemical costs, maintenance 
costs and membrane lifespan.
Note that all URVs calculated as part of 
this research were for the desalination plant 
and its associated infrastructure only, and 
not for the WCWSS as a whole.
PRESENTATION AND 
DISCUSSION OF RESULTS
System yield
Base scenario
For Scenario A (the base scenario with 
no desalination plant) the historic firm 
yield of the system was calculated as 
530  million m3/a. Based on the stochastic 
analyses, this corresponds to an assurance 
of supply of approximately 70 percent, or 
1 in 215 years. The 1 in 50, 1 in 100 and 1 in 
200 year yields of the system were calculated 
as 580 million m3/a, 553 million m3/a and 
532 million m3/a respectively. The results for 
Scenarios B to D were compared to the base 
scenario results in order to determine the 
increase in yield resulting from the addition 
of a desalination plant to the system.
Historic firm yield
Figure 3 shows the increase in the historic 
firm yield compared to the base scenario for 
all the seawater desalination plant operating 
scenarios that were analysed.
For Scenario B, with the desalination 
plant operational 100 percent of the time, the 
increase in historic firm yield is very close to 
the desalination plant capacity (as expected) 
for all three capacities. For Scenario C, with 
the desalination plant operational only when 
the dams are not spilling, the results are 
almost identical, which suggests that reduc-
ing the desalination plant output when the 
dams are spilling has little impact on the 
system yield. Considering Scenario D, as the 
reservoir trigger level at which the seawater 
desalination plant kicks in is lowered, the 
increase in historic firm yield decreases sub-
stantially. This trend is more clearly viewed 
in a plot of the increase in historic firm yield 
of the system against the desalination plant 
trigger level, as presented in Figure 4.
The results show a clear logarithmic 
pattern. Logarithmic trend lines plotted for 
each desalination plant capacity showed a 
good correlation with the modelled data. 
The coefficients of the logarithmic equations 
for each curve appeared to be related to the 
desalination plant capacity, and were there-
fore normalised based on the plant capacity 
and averaged to provide the generic equation 
as shown in Equation 2. This equation could 
be used to estimate the increase in historic 
Figure 4  Increase in historic firm yield versus reservoir trigger level
In
cr
ea
se
 in
 h
ist
or
ic 
fir
m
 yi
eld
 (m
ill
io
n 
m
3 /a
nn
um
) 180
160
140
120
100
80
60
40
20
0
Increase in historic firm yield for different storage trigger levels
Desalination trigger level (percentage of total system storage)
0 10 20 30 40 60 80 10070 9050
y = 63.806ln(x) + 159.35
R2 = 0.996
y = 47.038ln(x) + 106.17
R2 = 0.9981
y = 25.023ln(x) + 52.378
R2 = 0.9789
450 Mℓ/day capacity 300 Mℓ/day capacity 150 Mℓ/day capacity
Figure 5  Increase in 1 in 50 year yield versus reservoir trigger level
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firm yield in million m3/a (∆HFY) of the 
WCWSS for any desalination plant capac-
ity and reservoir trigger level. The average 
annual desalination plant capacity (Qa) is 
expressed in million m3/a, and the desalina-
tion plant trigger level (Tr) as a percentage of 
the system storage in the main reservoirs.
∆HFY = 0.425QalnTr + 0.965Qa (2)
The logarithmic shape suggests that 
increasing the dam trigger level from 
say 20 percent to 30 percent, will have a 
significantly greater impact on the historic 
firm yield than increasing the trigger level 
from say 80 percent to 90 percent. It also 
shows that there is no “turning point” or 
optimal trigger level. In other words, the 
maximum increase in historic firm yield 
is achieved when the desalination plant is 
always operational.
Stochastic results
Figure 5 shows the increase in 1 in 50 year 
yield from the base scenario, based on the 
results from the stochastic analyses.
The trends across the trigger levels and 
capacities are very similar to the historic 
firm yield results, showing a clear logarith-
mic pattern, and logarithmic trend lines 
fitted to the data show a good correlation. As 
for the historic firm yield results, the loga-
rithmic equation coefficients were normal-
ised based on the desalination plant capacity, 
and averaged, giving the generic Equation 3 
for calculating the 1 in 50 year yield in mil-
lion m3/a (ΔSY) for any desalination plant 
capacity and trigger level.
∆SY50 = 0.393QalnTr + 1.003Qa (3)
Comparable plots prepared for the 1 in 100 
year and 1 in 200 year yields showed similar 
trends, suggesting that the introduction 
of the desalination plant merely shifts the 
yield-reliability curve up without chang-
ing its shape. A summary of the equations 
derived for estimating the increase in yield 
for the three return periods is presented in 
Table 1.
Seawater desalination plant supply
Median supply based on WRPM analyses
Figure 6 illustrates the supply from the sea-
water desalination plant as a percentage of its 
capacity in each year (2013 to 2032), for all 
scenarios, based on a 150 Mℓ/day plant. The 
values shown were derived from the WRPM 
analyses and are based on the median annual 
supply of the 401 stochastic sequences that 
were analysed.
For Scenario B (as expected) the sea-
water desalination plant would always be 
100 percent operational. For Scenario C 
the seawater desalination plant would start 
out at 90 percent of its capacity, increasing 
Table 1  Equations derived for estimating the 
increase in yield of the WCWSS for 
any desalination plant capacity and 
reservoir trigger level
Return 
period of 
yield (years)
Equation for estimating 
increase in yield
1 in 50 ∆SY50 = 0.393Qa lnTr + 1.003Qa
1 in 100 ∆SY100 = 0.384Qa lnTr + 0.996Qa
1 in 200 ∆SY200 = 0.387Qa lnTr + 0948Qa
Figure 6  Annual supply from a 150 Mℓ/day seawater desalination plant as a percentage of capacity
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Figure 7  Stochastic variation in annual supply from a 150 Mℓ/day seawater desalination plant
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to 100 percent by 2015. Lowering the trig-
ger level (Scenario D), lowers the output 
from the seawater desalination plant as a 
percentage of its capacity. For the lowest 
trigger levels of 45 percent and 15 percent, 
the seawater desalination plant would not 
be operational for the entire analysis period. 
Similar plots prepared for 300 Mℓ/day and 
450 Mℓ/day plants show that, as the seawater 
desalination plant capacity increases, the 
supply from the plant as a percentage of its 
capacity decreases.
Stochastic variability in supply
The results presented in Figure 6 are based on 
median values of the 401 stochastic sequences 
analysed, and were selected as representa-
tive values for calculating URVs. In order to 
illustrate the possible stochastic variability in 
supply from the desalination plant, the 5th and 
95th percentile annual values were plotted for 
Scenario C and for Scenario D with a 70 per-
cent trigger level, as shown in Figure 7.
For Scenario C the maximum stochastic 
range varies between -28% and +9% from the 
median, decreasing to zero by the end of the 
analysis period (2028), when even the wetter 
sequences required the desalination plant to 
be fully operational. For Scenario D, with a 
70 percent trigger level, the stochastic range 
is much greater, varying between -25% and 
+50% from the median, and hence making 
the choice of what values to use as input into 
the URV calculations more critical.
Comparison with traditional approach
The research of Van Niekerk and Du Plessis 
(2013b:543) showed that the annual supply 
from a new water supply source (in their case 
an inter-basin transfer scheme) is generally 
estimated by calculating the deficit between 
the projected annual demands of the system 
and the existing system capacity, taking any 
limitations in the capacity of the new water 
supply source into consideration. Applying 
this principle, using the demand projections 
as presented in Figure 2 and the 1 in 50 year 
yield of 580 million m3/a, the annual system 
deficit was calculated. Assuming that a new 
desalination plant would have to meet this 
deficit, for the selected capacities of 150 Mℓ/
day, 300 Mℓ/day or 450 Mℓ/day, the annual 
supply as a percentage of the desalination 
plant capacity was calculated, as shown in 
Figure 8.
Based on the traditional approach, a 
150 Mℓ/day seawater desalination plant 
would operate at 18 percent of its capacity 
in 2013, increasing to 100 percent by 2018. 
Comparing these values to the WRPM 
results in Figure 6, the traditional approach 
and the WRPM approach provide vastly 
different values in terms of supply from the 
desalination plant, particularly for the lower 
reservoir trigger levels. This will impact on 
the calculated URVs.
Planning for future interventions
Traditional approach
The typical approach that would be followed 
in determining when a future intervention is 
required in a water supply system would be a 
water balance of system demands and supply. 
The water demands that were projected as 
part of this study, based on the recent work 
by Aurecon (presented in Figure 2), were 
plotted along with the calculated 1 in 50 year 
base yield of 580 million m3/a (Scenario A) 
and the 1 in 50 year yields with a seawater 
desalination plant as derived from the 
WRYM analysis (Scenario B), as shown in 
Figure 9. Based on this approach, a 150 Mℓ/
day seawater desalination plant would meet 
the system demands until 2017, a 300 Mℓ/
day plant would meet the demands until 
2021 and a 450 Mℓ/day plant would meet the 
requirements until 2024.
Figure 9  Projected demand and supply of WCWSS with and without a seawater desalination plant
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Figure 8  Annual supply from a seawater desalination plant based on the traditional approach
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Base scenario using the WRPM
In the WCWSS analysis in the WRPM and 
part of the recent study on the development 
of integrated annual and real time operating 
rules for the WCWSS, revised water restric-
tion levels were developed. The scenario 
which Aurecon found to be the most realistic 
is provided in Table 2, and was used in the 
WRPM analyses. As shown in Table 2, Level 
1 curtailments cannot be applied more than 
once in every 20 years, Level 2 curtailments 
no more than once in every 100 years and 
Level 3 curtailments no more than once 
in every 200 years. Stricter curtailments 
are applied to agricultural demands than 
 domestic demands.
Figure 10 shows a box-and-whisker plot 
of the subsystem curtailment for the base 
scenario (Scenario A) from 2013 to 2032 as 
derived from the WRPM analysis. The criti-
cal lines or whiskers which correspond to 1 
in 20 year, 1 in 100 year and 1 in 200 year 
curtailment levels are labelled.
Curtailment Level 1 would be reached 
(approximately) at a frequency of 1 in 20 
years by 2018. Curtailment Level 2 would 
be reached at a frequency of 1 in 100 years 
by 2016, and curtailment Level 3 would be 
reached at an assurance of 1 in 200 years by 
2016. These critical points are marked with 
circles. Considering these three trigger years, 
the earliest that a new water supply interven-
tion would be required for the WCWSS in 
order to ensure that the frequency of curtail-
ments stays within acceptable limits would 
be 2016.
Seawater desalination plant 
scenarios in the WRPM
Plots similar to Figure 10, showing curtail-
ment levels, were extracted from the WRPM 
for the various seawater desalination operat-
ing scenarios and capacities. A summary of 
the critical points at which the acceptable 
frequency of curtailments are exceeded are 
provided in Table 3. The earliest dates at 
which an intervention is required in each 
case are highlighted in bold.
Considering Scenario B, the addition 
of a 150 Mℓ/day plant to the system would 
delay the date at which a new intervention is 
required to 2019. A plant capacity of 300 Mℓ/
day would provide a further two years to 
Table 2 Level of restrictions used in WRPM analyses
Level of curtailment Acceptable frequency of restrictions
Restricted water demand as a 
percentage of normal demand
Domestic Agricultural
0 1 in 10 years 100% 100%
1 1 in 20 years 93% 75%
2 1 in 100 years 85% 50%
3 1 in 200 years 71% 20%
Table 3 Year at which curtailment level would be reached for all scenarios
Scenario
1 in 20 
year
1 in 100 
year
1 in 200 
year
1 in 20 
year
1 in 100 
year
1 in 200 
year
1 in 20 
year
1 in 100 
year
1 in 200 
year
150 Mℓ/day plant 300 Mℓ/day plant 450 Mℓ/day plant
B 2021 2019 2019 2024 2021 2021 2027 2025 2023
C 2021 2019 2019 2024 2021 2021 2027 2025 2023
D (90%) 2021 2019 2019 2027 2021 2022 2027 2024 2023
D (70%) 2021 2018 2019 2023 2021 2019 2027 2023 2023
D (45%) 2020 2017 2016 2020 2018 2018 2021 2018 2018
D (15%) 2019 2017 2016 2020 2018 2018 2020 2018 2018
No desalination plant
A 2018 2016 2016 2018 2016 2016 2018 2016 2016
Figure 10  System curtailment for base scenario with no seawater desalination plant (Scenario A)
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2021, and a capacity of 450 Mℓ/day, an addi-
tional two years to 2023. For Scenario C and 
Scenario D with a 90 percent trigger level, 
the results are identical to those of Scenario 
B, suggesting that the decision regarding 
whether to operate the seawater desalination 
plant 100 percent of the time or only when 
the dams are not spilling would not be influ-
enced by curtailment requirements.
As the trigger levels decrease, the benefit 
of the seawater desalination plant in terms of 
delaying the requirement for a new scheme 
is reduced. For the lowest trigger levels the 
seawater desalination plant provides almost 
no benefit in terms of reducing curtailments, 
suggesting that there is very little benefit in 
using the desalination plant as an emergency 
supply source.
Unlimited desalination plant capacity
The results are derived from assumed sea-
water desalination plant capacities of 150, 
300 and 450 Mℓ/day. The reverse of this 
approach would be to ask: “What desalina-
tion plant capacity is required in order to 
meet future demands for the next 10 or 20 
years?” Based on the traditional approach, 
a 400 Mℓ/day seawater desalination plant 
would meet the system requirements up to 
2023, and a 1 000 Mℓ/day plant would meet 
the requirements up to 2033. The WRPM 
results confirm that, with a 450 Mℓ/day 
desalination plant, curtailments would be 
kept within acceptable limits until 2023. 
However, from the WRPM results it is not 
possible to confirm what capacity is required 
to meet the demands beyond this point.
The WRPM analyses were repeated for 
Scenarios C and D (with a 70 percent trigger 
level only) with a seawater desalination plant 
of unlimited capacity. The monthly supply 
from the seawater desalination plant over 
the analysis period was determined, based 
on the median values of the 401 stochastic 
sequences. The maximum monthly supply 
for Scenario C would be 2 100 Mℓ/day in 
2023, increasing to 2 900 Mℓ/day in 2033. 
For Scenario D the plant would have to sup-
ply up to 1 500 Mℓ/day in 2023, increasing to 
2 100 Mℓ/day by 2033.
The problem with adopting this approach 
is that it does not allow for any failures over 
the analysis period, i.e. for Scenario D with a 
70 percent trigger level, a 1 500 Mℓ/day plant 
would meet the demands until 2023 with a 
100 percent assurance of supply. This differs 
from the normal risk allowance that would 
be applied in planning for a water supply 
system in South Africa.
Comparison of costs
Traditional approach to calculating URVs
The research of Van Niekerk and Du Plessis 
(2013a:551) showed that the traditional 
approach to calculating URVs uses the water 
supply from a scheme calculated based on 
a water balance between annual demands 
and a 1 in 50 year system yield. As a start-
ing point, this traditional approach was 
applied for calculating the URV of the 
seawater desalination plant. For a discount 
rate of 8 percent, the traditional approach 
yielded URVs of R11.35/m3 for a 150 Mℓ/
day seawater desalination plant, R11.46/m3 
for a 300 Mℓ/day seawater desalination plant 
and R11.48/m3 for a 450 Mℓ/day seawater 
desalination plant.
WRPM-based approach to 
calculating URVs
In the WRPM-based approach, as applied 
for this research, capital and operating costs 
were calculated for each scenario using the 
annual supply from the seawater desalination 
plant as derived from the WRPM analyses. 
Using these costs and the associated sea-
water desalination plant supply, URVs were 
calculated for each scenario and seawater 
desalination plant capacity as presented in 
Table 4. The values highlighted in bold are 
the median values (50th percentile) which 
were considered to be the most reasonable 
for the purposes of comparison between the 
scenarios and with other possible interven-
tions. The 5th and 95th percentile URVs are 
also shown in order to provide an indication 
of the possible stochastic range of the costs.
Considering the median (50th percentile) 
values in Table 4, it would appear that, for 
all capacities, the URV increases as the trig-
ger level decreases. It therefore seems that 
operating the seawater desalination plant as 
an emergency type scheme, as exemplified by 
the 45 percent and 15 percent trigger levels, 
would be expensive. Although the annual 
operating costs would be much lower for an 
emergency scheme, the initial capital cost 
would be the same regardless of the actual 
seawater desalination plant output. The 
results suggest that this initial capital cost 
outweighs any reduction in operating costs 
when the seawater desalination plant output 
is reduced.
For a trigger level of 70 percent, the URV 
for a 150 Mℓ/day plant is much more reason-
able at R15.49/m3, decreasing to R12.21/m3 
for a 90 percent trigger level. For Scenario B 
and Scenario C the desalination plant would 
be fully operational once constructed, giving 
a URV of R10.96/m3. Based on these values 
it would appear that the lowest possible 
URV occurs when the desalination plant is 
100 percent operational.
Comparing the three capacities that were 
analysed, the URVs decrease slightly with 
an increase in seawater desalination plant 
capacity. This suggests that it would be more 
beneficial from an economic perspective to 
construct a larger seawater desalination plant 
now, rather than phasing it in smaller lanes.
Comparing the results from the tra-
ditional approach to the WRPM-based 
approach, the results for a 150 Mℓ/day plant 
are actually similar to Scenario B/C. This 
suggests that, although the annual sup-
ply from the seawater desalination plant 
differs vastly between the traditional and 
WRPM approaches in the initial years, 
both approaches suggest that the seawater 
desalination plant would be 100 percent 
Table 4  URVs for all scenarios and seawater desalination plant capacities derived from WRPM analyses
Scenario
150 Mℓ/day plant 300 Mℓ/day plant 450 Mℓ/day plant
5th
percentile
50th 
percentile
95th 
percentile
5th
percentile 
50th 
percentile
95th 
percentile
5th
percentile
50th 
percentile
95th 
percentile
B R10.96 R10.96 R10.96 R10.38 R10.38 R10.38 R9.81 R9.81 R9.81
C R10.96 R10.96 R11.75 R10.38 R10.53 R11.38 R9.81 R10.08 R10.92
D (90%) R10.96 R12.21 R14.56 R10.38 R11.71 R13.48 R9.83 R11.11 R12.47
D (70%) R11.16 R15.49 R22.77 R10.69 R14.79 R19.90 R10.33 R13.71 R17.71
D (45%) R37.06  R99.00*  R99.00* R28.43  R99.00*  R99.00* R24.22  R99.00*  R99.00*
D (15%) R54.68  R99.00*  R99.00* R36.71  R99.00*  R99.00* R31.35  R99.00*  R99.00*
* URVs in excess of R99/m3 were capped at R99/m3 as a representative upper limit.
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operational in the later years, meaning 
that the calculated URVs are similar. The 
traditional approach, however, suggests an 
increase in the URV with an increase in 
capacity, which differs from the WRPM 
approach. For the lower trigger level sce-
narios, the WRPM-based approach has much 
higher URVs than the traditional approach.
Considering the 5th and 95th percentile 
values, it appears that the possible stochastic 
range increases with a decrease in the trigger 
level and with an increase in capacity. Hence, 
for a fairly predictable scenario in terms of 
seawater desalination plant supply (when 
it will be operational most of the time), the 
stochastic variability in stream flows in 
the existing system would have little effect 
on the URVs and would not be too far off 
from URVs calculated using the traditional 
approach. However, for a less predictable 
operating scenario, using the seawater desali-
nation plant as an emergency type scheme, 
the stochastic variability in the URV would 
be more noticeable, and hence the selection 
of an appropriate percentile for reporting on 
the costs would become more important.
CONCLUSIONS
Through the current WCWSS planning 
processes, seawater desalination has been 
earmarked as a potential future supply 
source for the area. In order to maximise the 
benefits and minimise the costs of a seawater 
desalination plant, it needs to be considered 
as an integral part of the current system. In 
order to undertake integrated system analy-
sis, the WRYM and WRPM were selected 
as the most appropriate tools. Short-term 
and long-term analyses were completed for 
a variety of possible seawater desalination 
plant operating scenarios and capacities in 
order to determine the increase in system 
yield and the annual supply from the sea-
water desalination plant. First-order capital 
and operating costs were estimated using the 
South African methodology of Du Plessis et 
al (2006). Combined with the annual supply 
values from the WRPM, these costs were 
used to calculate and compare the URVs of 
the desalinated water.
The following conclusions can be drawn 
from the results of the modelling and cost 
analyses:
 ■ It is possible to model a desalination plant 
as an integral part of a surface water sup-
ply system. With the appropriate costing 
tools, a similar analysis approach could 
be applied to other non-conventional 
resources, such as water reuse.
 ■ The increase in system yield as a result 
of the desalination plant appears to be 
logarithmically related to the reservoir 
trigger level. Generic equations were 
developed which could be used to esti-
mate the increase in historic firm yield 
and 1 in 50 year yield of the WCWSS for 
any seawater desalination plant capacity 
and reservoir trigger level.
 ■ The maximum increase in yield occurs 
when the seawater desalination plant is 
used as a base supply, operational all the 
time. The increase in yield decreases with 
a decrease in the reservoir trigger level, 
meaning that there is little benefit in 
using the seawater desalination plant as 
an emergency supply source.
 ■ With a 150 Mℓ/day desalination plant, 
curtailment requirements would be 
kept within acceptable levels until 2019, 
with a 300 Mℓ/day plant until 2021 and 
a with a 450 Mℓ/day plant until 2023, 
for a desalination plant which is 100 
percent operational. Using the plant as an 
emergency supply source would add little 
benefit in terms of limiting curtailment 
requirements.
 ■ URVs for the seawater desalination plant 
decrease as the percentage of time for 
which the seawater desalination plant is 
operational increases. This means that 
the lowest possible cost per cubic metre 
of water supplied is when the seawater 
desalination plant is operational 100 per-
cent of the time (R10.96/m3 for a 150 Mℓ/
day plant).
 ■ It would also appear that the URVs 
decrease with an increase in seawater 
desalination plant capacity, meaning 
that constructing a larger seawater 
desalination plant upfront may be more 
cost-effective. However, it would have to 
be constructed in small enough lanes to 
enable restriction of the output when the 
total supply is not required, and cogni-
sance would have to be taken of other rel-
evant factors, such as availability of other 
schemes already in place and growth in 
water demands.
 ■ The lower the reservoir trigger level, the 
larger the stochastic variation in the sup-
ply from the seawater desalination plant, 
and hence the larger the variation in the 
URVs. Hence, for a seawater desalination 
plant operational as a base supply source, 
undertaking stochastic modelling to 
calculate URVs is less important than for 
an emergency supply source.
LIMITATIONS AND 
FURTHER RESEARCH
In concluding, the following limitations and 
areas for further research should be noted:
 ■ Of the available non-conventional supply 
sources, only seawater desalination was 
considered, and the model was applied to 
the specific case of the WCWSS, hence 
the results are mostly case-specific. As 
part of further research, it would be 
worthwhile to repeat the methodology 
and analysis procedure for other large 
water supply schemes in South Africa, 
and for other sources such as water reuse.
 ■ The main limitation of this research is 
that only the cost of the desalination 
scheme was considered in the analysis. 
As part of future research, it may be 
worthwhile to consider developing a cost-
ing model for the WCWSS as a whole and 
attempting to optimise the overall system 
cost with the implementation of a desali-
nation plant. Under such an approach, 
reducing the desalination plant output 
may prove to be more cost-effective. 
Desalination technology has advanced 
rapidly in the last few years, and as a 
result capital and operating costs today 
are likely to be lower than those estimat-
ed using the methodology of Du Plessis et 
al (2006) used in this research. Updating 
of the costing methodology could form 
part of further research; however, it is 
expected that adjustments to the costing 
would not affect the applicability of the 
analysis methodology and relevance of 
the conclusions.
NOTES
1. The following exchange rates were issued in the 
costing analyses and comparison of known costs 
(South African Reserve Bank 2014):
 ■ 1 Australian Dollar (AUS$) is equivalent to R9.80
 ■  1 United States Dollar (US$) is equivalent to 
R10.70
 ■ 1 Euro (€) is equivalent to R14.70
2. DWS (Department of Water and Sanitation) was 
previously the Department of Water Affairs and 
Forestry (prior to 2009) and subsequently the 
Department of Water Affairs (from 2009 to 2014). 
In this paper, the department is referred to by 
its current designation (DWS), apart from in the 
references, where the name at the time of publication 
of the referenced document is used.
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